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only the general emergency alarm sig-
nal in crew’s quarters and machinery
spaces; or

(2) A separate alarm system that
sounds in the crew’s quarters and ma-
chinery spaces.

§113.25-6 Power supply.

The emergency power source for the
general emergency alarm system must
meet the requirements of IMO SOLAS
74 (incorporated by reference; see 46
CFR 110.10-1), Regulation 1I-1/42 or II-1/
43, as applicable.

[USCG-2003-16630, 73 FR 65201, Oct. 31, 2008]

§113.25-7 Power supply overcurrent
protection.

(a) If the general emergency alarm
system is the only load supplied by the
general emergency alarm system bat-
tery or batteries, the battery or bat-
teries must have an enclosed fused
switch or circuit breaker that has a
means of locking. The fused switched
or circuit breaker must be outside of,
and next to, the battery room or bat-
tery locker, and the capacity of the
fuses or circuit breaker must be at
least 200 percent of the connected load.

(b) If the general emergency alarm
system is supplied from an emergency
or interior communication switch-
board, or if duplicate general alarm
batteries supply other loads as allowed
under §113.25-6(e)(2), there must be a
fused switch or circuit breaker sup-
plying the general emergency alarm
system that has a means of locking.

§113.25-8 Distribution of general
emergency alarm system feeders
and branch circuits.

(a) Bach system must have a feeder
distribution panel to divide the system
into the necessary number of zone,
feeders, except where, because of the
arrangement of the vessel, only one
zone feeder is necessary; then a branch
circuit distribution panel or feeder dis-
tribution panel must be used.

(b) The feeder distribution panel
must have overcurrent protection for
each zone feeder, but there must be no
disconnect switches.

(c) The feeder distribution panel
must be in an enclosed space next to
the general alarm power supply.

§113.25-9

(d) BEach system must have at least
one feeder for each vertical fire zone
that has general emergency alarm sig-
nal.

(e) BEach system must have one or
more branch circuit distribution panels
for each zone feeder, with at least one
fused branch circuit for each deck
level. The distribution panel must be
above the uppermost continuous deck,
in the zone served, and there must be
no disconnect switches for the branch
circuits.

(f) A branch circuit must not supply
emergency alarm signal on more than
one deck level, except for a single
branch circuit supplying all levels of a
single space containing more than one
deck level if all other requirements of
this section are met.

(g) On a vessel not divided into fire
zones by main vertical fire bulkheads,
the general emergency alarm system
must be arranged into vertical service
zones not more than 40 meters (131
feet) long, and there must be a general
alarm feeder for each of these zones
that has general emergency alarm sig-
nal.

(h) General alarm feeders and branch
circuit cables must be in passageways
and must not be in staterooms, lock-
ers, galleys, machinery spaces, or other
enclosed spaces, unless it is necessary
to supply general emergency alarm sig-
nal in those spaces.

[CGD T74-125A, 47 FR 15272, Apr. 8, 1982, as
amended by CGD 94-108, 61 FR 28288, June 4,
1996]

§113.25-9 Location of general emer-
gency alarm signal.

General emergency alarm signal
must:

(a) Be located in passenger and crew
quarters areas where they can alert
persons in spaces where those persons
may be maintaining, repairing, or oper-
ating equipment, stowing or drawing
stores or equipment, or transiting,
such as public spaces, work spaces, ma-
chinery spaces, workshops, galleys,
emergency firepump room, bow thrust-
er rooms, storage areas for paint, rope,
and other stores, underdeck passage-
ways in cargo areas, steering gear
rooms, windless rooms, holds of roll-on/
roll-off vessels, and, except those that
are accessible only through bolted
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